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PROPOSED MANHOLE

RIM @ 396.6'

2" FORCE MAIN INVERT @ 391.6'

6" SDR 35 SEWER LINE OUTLET INVERT @ 391.5'

CONTACT DESIGNER FOR MANHOLE DETAILS IF

SLOPE OF THE EXISTING 6" LINE REQUIRES

CHANGES TO INVERT

EXISTING

SEPTIC TANK

PROPOSED 6" SDR 35 PVC

SEWER LINE, SLOPED TO

MATCH EXISTING

EXISTING 6" SDR 35 PVC

SEWER LINE

EXISTING MANHOLE

6" INLET INVERT @ 369.1'

6" OUTLET INVERT AT 369.0'

PP

TO EXISTING

LIFT STATION &

COMMUNITY

LEACHFIELD
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PROPOSED 1000 GALLON SEPTIC TANK

MIN. OUTLET INVERT @ ?'

(TYP. EACH UNIT)

PROPOSED 2000 GALLON STATION

MIN. PUMP INVERT @ 386'.0

PROPERTY  OF:

 FALCON PROPERTY MANAGEMENT PARTNERS, L.P.

545 CEDAR LANE

TEANECK, NJ 07666

SPAN # 519-163-10504

I.D.#  FL0068

# 351 MEADOW LANE

# 453 MEADOW LANE

 TO # 455 MEADOW LANE

BENCHMARK

TOP OF TP-1

ELEVATION - 394.6'

4" Clean Out

4" Clean Out

4" C. O.

4" C. O.

4" SDR 35 PVC SEWER LINE

NEW # 455

NEW # 29

NEW # 23

1" PE WATER LINE

1" PE

WATER LINE

AT ROAD AND DRIVEWAY CROSSING SLEEVE

WATER LINE WITH PVC AND INSULATE WITH 4"

RIGID INSULATION

(1) YARD HYDRANT

(2) WATER SHUT OFFS
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NSLEEVE FORCE MAIN WITH 4" SDR 35

PVC, INSULATE ENDS WITH

POLYSTYRENE AND COVER WIPE WITH

POLYSTYRENE TOP & BOTTOM

PROPOSED
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PROPOSED
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EXISTING 2" PVC COMMUNITY WATER LINE

LOCATE EXISTING 6" STUB AND EXTEND NEW SDR 35

PVC LINE TO NEW SANITARY MANHOLE

EXISTING

SEPTIC TANK

1  1/2" PE

WATER LINE
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4 "
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1" PE

WATER LINE

INSTALL NEW TAP PER

DETAIL SHEET C-2
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RELOCATE UNITS #23 & #29

RELOCATE UNIT #455

NEW LOCATION

THIS IS NOT A SURVEY. THIS PLAN DOES NOT MEET THE

REQUIREMENTS OF 27 VSA SEC. 1403 FOR THE FILING OF

SURVEY PLATS.

THE CONTRACTOR SHALL REVIEW ALL CONSTRUCTION

ACTIVITIES, COMPONENT LOCATIONS, SPECIFICATIONS,

AND DETAILS PRIOR TO COMMENCEMENT OF SITE WORK

AND SHALL NOTIFY MCCAIN CONSULTING OF ANY ISSUES

OR DISCREPANCIES THAT ARISE FROM THAT REVIEW.

LEACHFIELD 

SEE PLAN

SEE PLAN

50
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25

SEPTIC

TANK
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SEWER
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75
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10

SEE PLAN

10

SEE PLAN

Setbacks:

The following are general setback distances that must be met unless otherwise authorized by 

the permitting authority and/or the consultant.  This list does not necessarily include all 

required setback distances and the listed setback distances may not apply to all sites:

ITEM                                                                                               

DRILLED WELL          

SPRING                                      

LAKES, PONDS, IMPOUNDMENTS             

RIVERS, STREAMS                         

PROPERTY LINE                          

ROADWAY, DRIVEWAY, PARKING LOTS

TREES

SERVICE WATER LINE

PLOT PLAN

SCALE: 1" = 500'

PROPERTY LINES AND ACREAGE ARE A PPROXIMATE AND ARE

BASED ON A SURVEY PLAT

TITLED: "PLAT OF SURVEY FOR: LARRY WESTALL"

BY: JOHN MARSH

DATED 9/16/79

SHAWN & MARGARET FREEBURN

643 GOVERNOR PECK HIGHWAY

RICHMOND, VT  05477

SPAN # 519-163-10567

ID # GP0643

Dial 811, or

888-Dig-Safe

www.digsafe.com

NOTE:

CONTRACTOR TO CONTACT DIG-SAFE

AND VERIFY THE LOCATION OF ALL

UTILITIES PRIOR TO CONSTRUCTION.

ALL CONSTRUCTION TO ADHERE

TO LOW RISK HANDBOOK

2020.07.30
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